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steam boilers and water heaters with-
out water level controls) must be test-
ed by interrupting the feed water sup-
ply. Manual reset must be required
prior to restarting the boiler.

(11) Low voltage test. The fuel supply
to the burners must automatically
shut off when the supply voltage is
lowered.

(12) Switches. All switches must be
tested to verify satisfactory operation.

Subpart 61.40—Design Verification
and Periodic Testing of Vital
System Automation

SOURCE: CGD 81–030, 53 FR 17837, May 18, 1988,
unless otherwise noted.

§ 61.40–1 General.

(a) All automatically or remotely
controlled or monitored vital systems
addressed by part 62 of this subchapter
must be subjected to tests and inspec-
tions to evaluate the operation and re-
liability of controls, alarms, safety fea-
tures, and interlocks. Test procedures
must be submitted to the Coast Guard
for approval.

(b) Persons designated by the owner
of the vessel shall conduct all tests and
the Design Verification and Periodic
Safety tests shall be witnessed by the
Coast Guard.

(c) Design Verification and Periodic
Safety test procedure documents ap-
proved by the Coast Guard must be re-
tained aboard the vessel.

§ 61.40–3 Design verification testing.

(a) Tests must verify that automated
vital systems are designed, con-
structed, and operate in accordance
with all applicable requirements of
part 62 of this subchapter. The tests
must be based upon the failure analy-
sis, if required by § 62.20–3(b) of this
subchapter, functional performance re-
quirements, and the Periodic Safety
tests of § 61.40–6.

(b) Tests must be performed imme-
diately after the installation of the
automated equipment or before the is-
suance of the initial Certificate of In-
spection.

§ 61.40–6 Periodic safety tests.

(a) Periodic Safety tests must dem-
onstrate the proper operation of the
primary and alternate controls,
alarms, power sources, transfer over-
ride arrangements, interlocks, and
safety controls. Systems addressed
must include fire detection and extin-
guishing, flooding safety, propulsion,
maneuvering, electric power genera-
tion and distribution, and emergency
internal communications.

(b) Tests must be conducted at peri-
odic intervals specified by the Coast
Guard to confirm that vital systems
and safety features continue to operate
in a safe, reliable manner.

NOTE: Normally, these tests are conducted
annually.

§ 61.40–10 Test procedure details.

(a) Test procedure documents must
be in a step-by-step or checkoff list for-
mat. Each test instruction must speci-
fy equipment status, apparatus nec-
essary to perform the tests, safety pre-
cautions, safety control and alarm
setpoints, the procedure to be followed,
and the expected test result.

(b) Test techniques must not simu-
late monitored system conditions by
mis-adjustment, artificial signals, im-
proper wiring, tampering, or revision of
the system unless the test would dam-
age equipment or endanger personnel.
In the latter case, the use of a syn-
thesized signal or condition applied to
the sensor is acceptable if test equip-
ment is maintained in good working
order and is periodically calibrated to
the satisfaction of the Officer in
Charge, Marine Inspection. Other test
techniques must be approved by the
Commandant (G–MSE).

[CGD 80–064, 49 FR 32193, Aug. 13, 1984, as
amended by CGD 95–072, 60 FR 50463, Sept. 29,
1995; CGD 96-041, 61 FR 50728, Sept. 27, 1996]

PART 62—VITAL SYSTEM
AUTOMATION

Subpart 62.01–General Provisions

Sec.
62.01–1 Purpose.
62.01–3 Scope.
62.01–5 Applicability.
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Subpart 62.05–Reference specifications

62.05–1 Incorporation by reference.

Subpart 62.10–Terms used

62.10–1 Definitions.

Subpart 62.15–Equivalents

62.15–1 Conditions under which equivalent
may be used.

Subpart 62.20–Plan submittal

62.20–1 Plans for approval.
62.20–3 Plans for information.
62.20–5 Self-certification.

Subpart 62.25–General Requirements for
All Automated Vital Systems

62.25–1 General.
62.25–5 All control systems.
62.25–10 Manual alternate control systems.
62.25–15 Safety control systems.
62.25–20 Instrumentation, alarms, and cen-

tralized stations.
62.25–25 Programable systems and devices.
62.25–30 Environmental design standards.

Subpart 62.30–Reliability and Safety
Criteria, All Automated Vital Systems

62.30–1 Failsafe.
62.30–5 Independence.
62.30–10 Testing.

Subpart 62.35–Requirements for Specific
Types of Automated Vital Systems

62.35–1 General.
62.35–5 Remote propulsion control systems.
62.35–10 Flooding safety.
62.35–15 Fire safety.
62.35–20 Oil-fired main boilers.
62.35–35 Internal combustion engine start-

ing systems.
62.35–40 Fuel systems.
62.35–50 Tabulated monitoring and safety

control requirements for specific sys-
tems.

Subpart 62.50–Automated Self-propelled
Vessel Manning

62.50–1 General.
62.50–20 Additional requirements for mini-

mally attended machinery plants.
62.50–30 Additional requirements for peri-

odically unattended machinery plants.

AUTHORITY: 46 U.S.C. 3306, 3703, 8105; E.O.
12234, 45 FR 58801, 3 CFR, 1980 Comp., p. 277;
49 CFR 1.46.

SOURCE: CGD 81–030, 53 FR 17838, May 18,
1988, unless otherwise noted.

Subpart 62.01—General Provisions

§ 62.01–1 Purpose.

The purpose of this part is to make
sure that the safety of a vessel with
automated vital systems, in maneuver-
ing and all other sailing conditions, is
equal to that of the vessel with the
vital systems under direct manual op-
erator supervision.

§ 62.01–3 Scope.

(a) This part contains the minimum
requirements for vessel automated
vital systems. Specifically, this part
contains—

(1) In subpart 62.25, the general re-
quirements for all vital system auto-
mation;

(2) In subpart 62.30, the criteria used
to evaluate the designed reliability and
safety of all automated vital systems;

(3) In subpart 62.35, the minimum ad-
ditional equipment, configuration, and
functional requirements necessary
when certain vital systems are auto-
mated; and

(4) In subpart 62.50, the minimum ad-
ditional requirements when automated
systems are provided to replace spe-
cific personnel or to reduce overall
crew requirements.

§ 62.01–5 Applicability.

(a) Vessels. This part applies to self-
propelled vessels of 500 gross tons and
over that are certificated under sub-
chapters D, I, or U and to self-propelled
vessels of 100 gross tons and over that
are certificated under subchapter H.

(b) Systems and Equipment. Except as
noted in § 62.05–5(c), this part applies to
automation of vital systems or equip-
ment that—

(1) Is automatically controlled or
monitored;

(2) Is remotely controlled or mon-
itored; or

(3) Utilizes automation for the pur-
pose of replacing specific personnel or
to reduce overall crew requirements.

(c) Exceptions. This part does not
apply to the following systems and
equipment unless they are specifically
addressed or unless their failure would
degrade the safety and reliability of
the systems required by this part:
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(1) Automatic auxiliary heating
equipment (see part 63 of this sub-
chapter).

(2) Steering systems (see subparts
58.25 and 111.93 of this chapter).

(3) Non-vital and industrial systems.
(4) The communication and alarm

systems in part 113 of this chapter.
(d) Central control rooms. The require-

ments of subpart 62.50 only apply to
vessels automated to replace specific
personnel or to reduce overall crew re-
quirements, except where the main
propulsion or ship service electrical
generating plants are automatically or
remotely controlled from a control
room. In this case, § 62.50–20(a)(3) (ex-
cept the provision in paragraph 62.50–
20(a)(3)(ii) relating to electrical power
distribution), (b)(3), (c), (e)(1), (e)(2),
(e)(4), and (f)(2) apply, regardless of
manning.

Subpart 62.05—Reference
Specifications

§ 62.05–1 Incorporation by reference.
(a) Certain material is incorporated

by reference into this part with the ap-
proval of the Director of the Federal
Register. To enforce any edition other
than the one listed in paragraph (b) of
this section, notice of the change must
be published in the FEDERAL REGISTER
and the material made available to the
public. All approved material is on file
at the Office of the Federal Register,
Washington, DC 20408 and at the Ma-
rine Safety and Environmental Protec-
tion (G–MSE), U.S. Coast Guard Head-
quarters Building, 2100 Second Street
SW., Washington, DC 20593–0001.

(b) The material approved for incor-
poration by reference in this part is:

(1) Rules for Building and Classing
Steel Vessels, 1986, issued by the Amer-
ican Bureau of Shipping. This docu-
ment is available from: American Bu-
reau of Shipping, Two World Trade
Center, 106th Floor, New York, NY
10048. Sections affected by this incorpo-
ration by reference are: 62.25–1(c), 62.25–
5(a), 62.25–30(a)(1), (a)(2), (a)(3), (a)(5),
62.35–5(d), 62.35–35(a), 62.35–40(c), 62.35–
50, 62.50–30(c), and 62.50–30(k).

[CGD 81–030, 53 FR 17838, May 18, 1988, as
amended by CGD 95–072, 60 FR 50463, Sept. 29,
1995; CGD 96-041, 61 FR 50728, Sept. 27, 1996]

Subpart 62.10—Terms Used

§ 62.10–1 Definitions.

(a) For the purpose of this part:
Alarm means an audible and visual

indication of a hazardous or poten-
tially hazardous condition that re-
quires attention.

Automated means the use of auto-
matic or remote control, instrumenta-
tion, or alarms.

Automatic control means self-regulat-
ing in attaining or carrying out an op-
erator-specified equipment response or
sequence.

Boiler low-low water level is the mini-
mum safe level in the boiler, in no case
lower than that visible in the gage
glass (see § 52.01–110 of this chapter,
Water Level Indicators).

Engineering Control Center (ECC)
means the centralized engineering con-
trol, monitoring, and communications
location.

Failsafe means that upon failure or
malfunction of a component, sub-
system, or system, the output auto-
matically reverts to a pre-determined
design state of least critical con-
sequence. Typical failsafe states are
listed in Table 62.10–1(a).

TABLE 62.10–1(a)—TYPICAL FAILSAFE STATES

System or component Preferred failsafe state

Cooling water valve ............. As is or open.
Alarm system ....................... Annunciate.
Safety system ...................... Shut down, limited, or as is &

alarm.
Burner valve ........................ Closed.
Propulsion speed control ..... As is.
Feedwater valve .................. As is or open.
Controllable pitch propeller .. As is.
Propulsion safety trip ........... As is & alarm.
Fuel tank valve .................... See § 56.50–60(d).

Flooding safety refers to flooding de-
tection, watertight integrity, and
dewatering systems.

Independent refers to equipment ar-
ranged to perform its required function
regardless of the state of operation, or
failure, of other equipment.

Limit control means a function of an
automatic control system to restrict
operation to a specified operating
range or sequence without stopping the
machinery.

Local control means operator control
from a location where the equipment
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and its output can be directly manipu-
lated and observed, e.g., at the switch-
board, motor controller, propulsion en-
gine, or other equipment.

Manual control means operation by
direct or power-assisted operator inter-
vention.

Monitor means the use of direct ob-
servation, instrumentation, alarms, or
a combination of these to determine
equipment operation.

Remote control means non-local auto-
matic or manual control.

Safety trip control system means a
manually or automatically operated
system that rapidly shuts down an-
other system or subsystem.

System means a grouping or arrange-
ment of elements that interact to per-
form a specific function and typically
includes the following, as applicable:

A fuel or power source.
Power conversion elements.
Control elements.
Power transmission elements.
Instrumentation.
Safety control elements.
Conditioning elements.
Vital system or equipment is essential

to the safety of the vessel, its pas-
sengers and crew. This typically in-
cludes, but is not limited to, the fol-
lowing:

Fire detection, alarm, and extin-
guishing systems.

Flooding safety systems.
Ship service and emergency elec-

trical generators, switchgear, and
motor control circuits serving vital
electrical loads.

The emergency equipment and sys-
tems listed in § 112.15 of this chapter.

Propulsion systems, including those
provided to meet § 58.01–35.

Steering systems.

Subpart 62.15—Equivalents

§ 62.15–1 Conditions under which
equivalents may be used.

(a) The Coast Guard accepts a sub-
stitute or alternate for the require-
ments of this part if it provides an
equivalent level of safety and reliabil-
ity. Demonstration of functional
equivalence must include comparison
of a qualitative failure analysis based
on the requirements of this part with a

comparable analysis of the proposed
substitute or alternate.

Subpart 62.20—Plan Submittal

§ 62.20–1 Plans for approval.

(a) The following plans must be sub-
mitted to the Coast Guard for approval
in accordance with § 50.20–5 and § 50.20–
10 of this chapter:

(1) A general arrangement plan of
control and monitoring equipment,
control locations, and the systems
served.

(2) Control and monitoring console,
panel, and enclosure layouts.

(3) Schematic or logic diagrams in-
cluding functional relationships, a
written description of operation, and
sequences of events for all modes of op-
eration.

(4) A description of control or mon-
itoring system connections to non-
vital systems.

(5) A description of programable fea-
tures.

(6) A description of built-in test fea-
tures and diagnostics.

(7) Design Verification and Periodic
Safety test procedures described in
subpart 61.40 of this chapter.

(8) Control system normal and emer-
gency operating instructions.

§ 62.20–3 Plans for information.

(a) One copy of the following plans
must be submitted to the Officer in
Charge, Marine Inspection, for use in
the evaluation of automated systems
provided to replace specific personnel
or to reduce overall crew requirements:

(1) Proposed manning, crew organiza-
tion and utilization, including routine
maintenance, all operational evo-
lutions, and emergencies.

(2) A planned maintenance program
for all vital systems.

(b) One copy of a qualitative failure
analysis must be submitted in accord-
ance with § 50.20–5 of this chapter for
the following:

(1) Propulsion controls.
(2) Microprocessor-based system

hardware.
(3) Safety controls.
(4) Automated electric power man-

agement.
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(5) Automation required to be inde-
pendent that is not physically sepa-
rate.

(6) Any other automation that, in the
judgement of the Commandant, poten-
tially constitutes a safety hazard to
the vessel or personnel in case of fail-
ure.

NOTE: The qualitative failure analysis is
intended to assist in evaluating the safety
and reliability of the design. It should be
conducted to a level of detail necessary to
demonstrate compliance with applicable re-
quirements and should follow standard quali-
tative analysis procedures. Assumptions, op-
erating conditions considered, failures con-
sidered, cause and effect relationships, how
failures are detected by the crew, alter-
natives available to the crew, and possible
design verification tests necessary should be
included. Questions regarding failure analy-
sis should be referred to the Marine Safety
Center at an early stage of design.

§ 62.20–5 Self-certification.

(a) The designer or manufacturer of
an automated system shall certify to
the Coast Guard, in writing, that the
automation is designed to meet the en-
vironmental design standards of § 62.25–
30. Plan review, shipboard testing, or
independent testing to these standards
is not required.

NOTE: Self-certification should normally
accompany plan submittal.

Subpart 62.25—General Require-
ments for All Automated Vital
Systems

§ 62.25–1 General.

(a) Vital systems that are automati-
cally or remotely controlled must be
provided with—

(1) An effective primary control sys-
tem;

(2) A manual alternate control sys-
tem;

(3) A safety control system, if re-
quired by § 62.25–15;

(4) Instrumentation to monitor sys-
tem parameters necessary for the safe
and effective operation of the system;
and

(5) An alarm system if instrumenta-
tion is not continuously monitored or
is inappropriate for detection of a fail-
ure or unsafe condition.

(b) Automation systems or sub-
systems that control or monitor more
than one safety control, interlock, or
operating sequence must perform all
assigned tasks continuously, i.e., the
detection of unsafe conditions must
not prevent control or monitoring of
other conditions.

(c) Vital control and alarm system
consoles and similar enclosures that
rely upon forced cooling for proper sys-
tem operation must meet section
41.23.2 of the American Bureau of Ship-
ping’s ‘‘Rules for Building and Classing
Steel Vessels.’’

§ 62.25–5 All control systems.
(a) Controls for engines and turbines

equipped with jacking or turning gear
must meet section 41.21.4 of the Amer-
ican Bureau of Shipping’s ‘‘Rules for
Building and Classing Steel Vessels.’’

(b) Automatic control systems must
be stable over the entire range of nor-
mal operation.

(c) Inadvertent grounding of an elec-
trical or electronic safety control sys-
tem must not cause safety control op-
eration or safety control bypassing.

§ 62.25–10 Manual alternate control
systems.

(a) Manual alternate control systems
must—

(1) Be operable in an emergency and
after a remote or automatic primary
control system failure;

(2) Be suitable for manual control for
prolonged periods;

(3) Be readily accessible and oper-
able; and

(4) Include means to override auto-
matic controls and interlocks, as appli-
cable.

(b) Permanent communications must
be provided between primary remote
control locations and manual alternate
control locations if operator attend-
ance is necessary to maintain safe al-
ternate control.

NOTE: Typically, this includes main boiler
fronts and local propulsion control.

§ 62.25–15 Safety control systems.
(a) Minimum safety trip controls re-

quired for specific types of automated
vital systems are listed in Table 62.35–
50.
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NOTE: Safety control systems include auto-
matic and manual safety trip controls and
automatic safety limit controls.

(b) Safety trip controls must not op-
erate as a result of failure of the nor-
mal electrical power source unless it is
determined to be the failsafe state.

(c) Automatic operation of a safety
control must be alarmed in the ma-
chinery spaces and at the cognizant re-
mote control location.

(d) Local manual safety trip controls
must be provided for all main boilers,
turbines, and internal combustion en-
gines.

(e) Automatic safety trip control sys-
tems must—

(1) Be provided where there is an im-
mediate danger that a failure will re-
sult in serious damage, complete
breakdown, fire, or explosion;

(2) Require manual reset prior to re-
newed operation of the equipment; and

(3) Not be provided if safety limit
controls provide a safe alternative and
trip would result in loss of propulsion.

§ 62.25–20 Instrumentation, alarms,
and centralized stations.

(a) General. Minimum instrumenta-
tion and alarms required for specific
types of automated vital systems are
listed in Table 62.35–50.

(b) Instrumentation Location. (1) Man-
ual control locations, including remote
manual control and manual alternate
control, must be provided with the in-
strumentation necessary for safe oper-
ation from that location.

NOTE: Typically, instrumentation includes
means to monitor the output of the mon-
itored system.

(2) Systems with remote instrumen-
tation must have provisions for the in-
stallation of instrumentation at the
monitored system equipment.

(3) The status of automatically or re-
motely controlled vital auxiliaries,
power sources, switches, and valves
must be visually indicated in the ma-
chinery spaces or the cognizant remote
control location, as applicable.

NOTE: Status indicators include run, stand-
by, off, open, closed, tripped, and on, as ap-
plicable. Status indicators at remote control
locations other than the ECC, if provided,
may be summarized. Equipment normally
provided with status indicators are addressed

in Table 62.35–50 and subparts 58.01, 56.50, and
112.45.

(4) Sequential interlocks provided in
control systems to ensure safe oper-
ation, such as boiler programing con-
trol or reversing of propulsion diesels,
must have summary indicators in the
machinery spaces and at the cognizant
control location to show if the inter-
locks are satisfied.

(5) Instrumentation listed in Table
62.35–50 must be of the continuous dis-
play type or the demand display type.
Displays must be in the ECC or in the
machinery spaces if an ECC is not pro-
vided.

(c) Instrumentation details. Demand
instrumentation displays must be
clearly readable and immediately
available to the operator.

(d) Alarms. (1) All alarms must clear-
ly distinguish among—

(i) Normal, alarm, and acknowledged
alarm conditions; and

(ii) Fire, general alarm, CO2/halon,
vital machinery, flooding, engineers’
assistance-needed, and non-vital
alarms.

(2) Required alarms in high ambient
noise areas must be supplemented by
visual means, such as rotating beacons,
that are visible throughout these
areas. Red beacons must only be used
for general or fire alarm purposes.

(3) Automatic transfer to required
backup or redundant systems or power
sources must be alarmed in the ma-
chinery spaces.

(4) Flooding safety, fire, loss of
power, and engineers’ assistance-need-
ed alarms extended from the machin-
ery spaces to a remote location must
not have a duty crewmember selector.

NOTE: Other alarms may be provided with
such a selector, provided there is no off posi-
tion.

(5) Automation alarms must be sepa-
rate and independent of the following:

(i) The fire detection and alarm sys-
tems.

(ii) The general alarm.
(iii) CO2/halon release alarms.
(6) Failure of an automatic control,

remote control, or alarm system must
be immediately alarmed in the machin-
ery spaces and at the ECC, if provided.

(e) Alarm details. (1) All alarms
must—
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(i) Have a manual acknowledgement
device (No other means to reduce or
eliminate the annunciated signal may
be provided except dimmers described
in paragraph (g)(2) of this section);

(ii) Be continuously powered;
(iii) Be provided with a means to test

audible and visual annunciators;
(iv) Provide for normal equipment

starting and operating transients and
vessel motions, as applicable, without
actuating the alarm;

(v) Be able to simultaneously indi-
cate more than one alarm condition, as
applicable;

(vi) Visually annunciate until the
alarm is manually acknowledged and
the alarm condition is cleared;

(vii) Audibly annunciate until manu-
ally acknowledged;

(viii) Not prevent annunciation of
subsequent alarms because of previous
alarm acknowledgement; and

(ix) Automatically reset to the nor-
mal operating condition only after the
alarm has been manually acknowl-
edged and the alarm condition is
cleared.

(2) Visual alarms must initially indi-
cate the equipment or system malfunc-
tion without operator intervention.

(3) Power failure alarms must mon-
itor on the load side of the last supply
protective device.

(f) Summarized and grouped alarms.
Visual alarms at a control location
that are summarized or grouped by
function, system, or item of equipment
must—

(1) Be sufficiently specific to allow
any necessary action to be taken; and

(2) Have a display at the equipment
or an appropriate control location to
identify the specific alarm condition or
location.

(g) Central control locations. (1)
Central control locations must—

(i) Be arranged to allow the operator
to safely and efficiently communicate,
control, and monitor the vital systems
under normal and emergency condi-
tions, with a minimum of operator con-
fusion and distraction;

(ii) Be on a single deck level; and
(iii) Co-locate control devices and in-

strumentation to allow visual assess-
ment of system response to control
input.

(2) Visual alarms and instruments on
the navigating bridge must not inter-
fere with the crew’s vision. Dimmers
must not eliminate visual indications.

(3) Alarms and instrumentation at
the main navigating bridge control lo-
cation must be limited to those that
require the attention or action of the
officer on watch, are required by this
chapter, or that would result in in-
creased safety.

§ 62.25–25 Programable systems and
devices.

(a) Programable control or alarm
system logic must not be altered after
Design Verification testing without the
approval of the cognizant Officer in
Charge, Marine Inspection (OCMI). (See
subpart 61.40 of this subchapter, Design
Verification Tests). Safety control or
automatic alarm systems must be pro-
vided with means, acceptable to the
cognizant OCMI, to make sure
setpoints remain within the safe oper-
ating range of the equipment.

(b) Operating programs for micro-
processor-based or computer-based
vital control, alarm, and monitoring
systems must be stored in non-volatile
memory and automatically operate on
supply power resumption.

(c) If a microprocessor-based or com-
puter-based system serves both vital
and non-vital systems, hardware and
software priorities must favor the vital
systems.

(d) At least one copy of all required
manuals, records, and instructions for
automatic or remote control or mon-
itoring systems required to be aboard
the vessel must not be stored in elec-
tronic or magnetic memory.

[CGD 81–030, 53 FR 17838, May 18, 1988; 53 FR
19090, May 26, 1988]

§ 62.25–30 Environmental design
standards.

(a) All automation must be suitable
for the marine environment and must
be designed and constructed to operate
indefinitely under the following condi-
tions:

(1) Ship motion and vibration de-
scribed in section 41.37 of the American
Bureau of Shipping’s ‘‘Rules for Build-
ing and Classing Steel Vessels.’’
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NOTE: Inclination requirements for fire and
flooding safety systems are described in
§ 112.05–5(c) of this chapter.

(2) Ambient air temperatures de-
scribed in section 41.29.1 and 41.29.2 of
the American Bureau of Shipping’s
‘‘Rules for Building and Classing Steel
Vessels.’’

(3) Electrical voltage and frequency
tolerances described in section 41.29.3
of the American Bureau of Shipping’s
‘‘Rules for Building and Classing Steel
Vessels.’’

(4) Relative humidity of 0 to 95% at
45 °C.

(5) Hydraulic and pneumatic pressure
variations described in section 41.39.3e
of the American Bureau of Shipping’s
‘‘Rules for Building and Classing Steel
Vessels.’’

NOTE: Considerations should include nor-
mal dynamic conditions that might exceed
these values, such as switching, valve clo-
sure, power supply transfer, starting, and
shutdown.

(b) Low voltage electronics must be
designed with due consideration for
static discharge, electromagnetic in-
terference, voltage transients, fungal
growth, and contact corrosion.

Subpart 62.30—Reliability and
Safety Criteria, All Automated
Vital Systems

§ 62.30–1 Failsafe.

(a) The failsafe state must be evalu-
ated for each subsystem, system, or
vessel to determine the least critical
consequence.

(b) All automatic control, remote
control, safety control, and alarm sys-
tems must be failsafe.

§ 62.30–5 Independence.

(a) Single non-concurrent failures in
control, alarm, or instrumentation sys-
tems, and their logical consequences,
must not prevent sustained or restored
operation of any vital system or sys-
tems.

(b)(1) Except as provided in para-
graphs (b)(2) and (b)(3) of this section,
primary control, alternate control,
safety control, and alarm and instru-
mentation systems for any vital sys-
tem must be independent of each other.

(2) Independent sensors are not re-
quired except that sensors for primary
speed, pitch, or direction of rotation
control in closed loop propulsion con-
trol systems must be independent and
physically separate from required safe-
ty control, alarm, or instrumentation
sensors.

(3) The safety trip control of § 62.35—
5(b)(2) must be independent and phys-
ically separate from all other systems.

(c) Two independent sources of power
must be provided for all primary con-
trol, safety control, instrumentation
and alarm systems. Failure of the nor-
mal source of power must actuate an
alarm in the machinery spaces. One
source must be from the emergency
power source (see part 112 of this chap-
ter, Emergency Lighting and Power
Systems) unless one of the sources is—

(1) Derived from the power supply of
the system being controlled or mon-
itored;

(2) A power take-off of that system;
of

(3) An independent power source
equivalent to the emergency power
source.

§ 62.30–10 Testing.

(a) Automated vital systems must be
tested in accordance with subpart 61.40
of this chapter.

(b) On-line built-in test equipment
must not lock out or override safety
trip control systems. This equipment
must indicate when it is active.

Subpart 62.35—Requirements for
Specific Types of Automated
Vital Systems

§ 62.35–1 General.

(a) Minimum instrumentation,
alarms, and safety controls required
for specific types of automated vital
systems are listed in Table 62.35–50.

(b) Automatic propulsion systems,
automated electric power management
systems, and all associated subsystems
and equipment must be capable of
meeting load demands from standby to
full system rated load, under steady
state and maneuvering conditions,
without need for manual adjustment or
manipulation.
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§ 62.35–5 Remote propulsion control
systems.

(a) Manual propulsion control. All ves-
sels having remote propulsion control
from the navigating bridge, an ECC or
maneuvering platform, or elsewhere
must have a manual alternate propul-
sion control located at the equipment.

NOTE: Separate local control locations may
be provided for each independent propeller.

(b) Centralized propulsion control
equipment. Navigating bridge, ECC, ma-
neuvering platform, and manual alter-
nate control locations must include—

(1) Control of the speed and direction
of thrust for each independent propel-
ler controlled;

(2) A guarded manually actuated
safety trip control (which stops the
propelling machinery) for each inde-
pendent propeller controlled;

(3) Shaft speed and thrust direction
indicators for each independent propel-
ler controlled;

(4) The means to pass propulsion or-
ders required by § 113.30–5 and § 113.35–3
of this chapter; and

(5) The means required by paragraph
(d) of this section to achieve control lo-
cation transfer and independence.

(c) Main navigating bridge propulsion
control. (1) Navigating bridge remote
propulsion control must be performed
by a single control device for each
independent propeller. Control must in-
clude automatic performance of all as-
sociated services, and must not permit
rate of movement of the control device
to overload the propulsion machinery.

(2) On vessels propelled by steam tur-
bines, the navigation bridge primary
control system must include safety
limit controls for high and low boiler
water levels and low steam pressure.
Actuation of these limits must be
alarmed on the navigating bridge and
at the maneuvering platform or ECC.

(3) On vessels propelled by internal
combustion engines, an alarm must an-
nunciate on the navigating bridge and
at the maneuvering platform or ECC, if
provided, to indicate starting capabil-
ity less then 50% of that required by
§ 62.35–35(a). If the primary remote con-
trol system provides automatic start-
ing, the number of automatic consecu-
tive attempts that fail to produce a

start must be limited to reserve 50% of
the required starting capability.

(d) Control location transfer. Control
location transfer must meet sections
41.19.3 and 41.19.4 of the American Bu-
reau of Shipping’s ‘‘Rules for Building
and Classing Steel Vessels.’’ Manual al-
ternate propulsion control locations
must be capable of overriding and oper-
ating independent of all remote and
automatic control locations.

(e) Control system details. (1) Each op-
erator control device must have a de-
tent at the zero thrust position.

(2) Propulsion machinery automatic
safety trip control operation must only
occur when continued operation could
result in serious damage, complete
breakdown, or explosion of the equip-
ment. Other than the overrides men-
tioned in § 62.25–10(a)(4) and temporary
overrides located at the main navigat-
ing bridge control location, overrides
of these safety trip controls are prohib-
ited. Operation of permitted overrides
must be alarmed at the navigating
bridge and at the maneuvering plat-
form or ECC, as applicable, and must
be guarded against inadvertent oper-
ation.

(3) Remote propulsion control sys-
tems must be failsafe by maintaining
the preset (as is) speed and direction of
thrust until local manual or alternate
manual control is in operation, or the
manual safety trip control operates.
Failure must activate alarms on the
navigating bridge and in the machinery
spaces.

[CGD 81–030, 53 FR 17838, May 18, 1988; 53 FR
19090, May 26, 1988]

§ 62.35–10 Flooding safety.

(a) Automatic bilge pumps must—
(1) Be provided with bilge high level

alarms that annunciate in the machin-
ery spaces and at a manned control lo-
cation and are independent of the pump
controls;

(2) Be monitored to detect excessive
operation in a specified time period;
and

(3) Meet all applicable pollution con-
trol requirements.

(b) Remote controls for flooding safe-
ty equipment must remain functional
under flooding conditions to the extent
required for the associated equipment
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by § 56.50–50 and § 56.50–95 of this chap-
ter.

(c) Remote bilge level sensors, where
provided, must be located to detect
flooding at an early stage and to pro-
vide redundant coverage.

§ 62.35–15 Fire safety.
(a) All required fire pump remote

control locations must include the con-
trols necessary to charge the firemain
and—

(1) A firemain pressure indicator; or
(2) A firemain low pressure alarm.

§ 62.35–20 Oil-fired main boilers.
(a) General. (1) All main boilers, re-

gardless of intended mode of operation,
must be provided with the automatic
safety trip control system(s) of para-
graphs (h)(1), (h)(2)(i), (h)(2) (ii), and (i)
of this section to prevent unsafe condi-
tions after light off.

(2) Manual alternate control of boil-
ers must be located at the boiler front.

(3) A fully automatic main boiler
must include—

(i) Automatic combustion control;
(ii) Programing control;
(iii) Automatic feedwater control;
(iv) Safety controls; and
(v) An alarm system.
(4) Following system line-up and

starting of auxiliaries, fully automatic
main boilers must only require the op-
erator to initiate the following se-
quences:

(i) Boiler pre-purge.
(ii) Trial for ignition of burners sub-

sequent to successful initial burner
light-off.

(iii) Normal shutdown.
(iv) Manual safety trip control oper-

ation.
(v) Adjustment of primary control

setpoints.
(5) All requirements for programing

control subsystems and safety control
systems must be met when a boiler—

(i) Automatically sequences burners;
(ii) Is operated from a location re-

mote from the boiler front; or
(iii) Is fully automatic.
(6) Where light oil pilots are used, the

programing control and burner safety
trip controls must be provided for the
light oil system. Trial for ignition
must not exceed 15 seconds and the

main burner trial for ignition must not
proceed until the pilot flame is proven.

NOTE: Light oil is defined in§63.05–75(a) of
this chapter.

(b) Feedwater control. Automatic
feedwater control subsystems must
sense, at a minimum, boiler water level
and steam flow.

(c) Combustion control. Automatic
combustion control subsystems must
provide—

(1) An air/fuel ratio which ensures
complete combustion and stable flame
with the fuel in use, under light off,
steady state, and transient conditions;
and

(2) Stable boiler steam pressure and
outlet temperatures under steady state
and transient load conditions; and

(3) A low fire interlock to prevent
high firing rates and superheater dam-
age during boiler warm up.

(d) Programing control. The program-
ing control must provide a programed
sequence of interlocks for the safe igni-
tion and normal shutdown of the boiler
burners. The programing control must
prevent ignition if unsafe conditions
exist and must include the following
minimum sequence of events and inter-
locks:

(1) Prepurge. Boilers must undergo a
continuous purge of the combustion
chamber and convecting spaces to
make sure of a minimum of 5 changes
of air. The purge must not be less than
15 seconds in duration, and must occur
immediately prior to the trial for igni-
tion of the initial burner of a boiler.
All registers and dampers must be open
and an air flow of at least 25 percent of
the full load volumetric air flow must
be proven before the purge period com-
mences. The prepurge must be com-
plete before trial for ignition of the ini-
tial burner.

NOTE: A pre-purge is not required imme-
diately after a complete post-purge.

(2) Trial for ignition and ignition. (i)
Only one burner per boiler is to be in
trial for ignition at any time.

(ii) Total boiler air flow during light
off must be sufficient to prevent pock-
eting and explosive accumulations of
combustible gases.
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(iii) The burner igniter must be in po-
sition and proven energized before ad-
mission of fuel to the boiler. The ig-
niter must remain energized until the
burner flame is established and stable,
or until the trial for ignition period
ends.

(iv) The trial for ignition period must
be as short as practical for the specific
installation, but must not exceed 15
seconds.

(v) Failure of the burner to ignite
during a trial for ignition must auto-
matically actuate the burner safety
trip controls.

(3) Post-purge. (i) Immediately after
normal shutdown of the boiler, an
automatic purge of the boiler equal to
the volume and duration of the
prepurge must occur.

(ii) Following boiler safety trip con-
trol operation, the air flow to the boil-
er must not automatically increase.
Post purge in such cases must be under
manual control.

(e) Burner fuel oil valves. Each burner
must be provided with a valve that is—

(1) Automatically closed by the burn-
er or boiler safety trip control system;
and

(2) Operated by the programming
control or combustion control sub-
systems, as applicable.

(f) Master fuel oil valves. Each boiler
must be provided with a master fuel oil
valve to stop fuel to the boiler auto-
matically upon actuation by the boiler
safety trip control system.

(g) Valve closure time. The valves de-
scribed in paragraphs (e) and (f) of this
section must close within 4 seconds of
automatic detection of unsafe trip con-
ditions.

(h) Burner safety trip control system.
(1) Each burner must be provided with
at least one flame detector.

(2) The burner valve must automati-
cally close when—

(i) Loss of burner flame occurs;
(ii) Actuated by the boiler safety trip

control system;
(iii) The burner is not properly seated

or in place; or
(iv) Trial for ignition fails, if a pro-

graming control is provided.
(i) Boiler safety trip control system. (1)

Each boiler must be provided with a
safety trip control system that auto-

matically closes the master and all
burner fuel oil valves upon—

(i) Boiler low-low water level;
(ii) Inadequate boiler air flow to sup-

port complete combustion;
(iii) Loss of boiler control power;
(iv) Manual safety trip operation; or
(v) Loss of flame at all burners.
(2) The low-low water level safety

trip control must account for normal
vessel motions and operating tran-
sients.

§ 62.35–35 Internal combustion engine
starting systems.

(a) The starting system for propul-
sion engines and ship service generator
prime movers required to automati-
cally start must meet sections 34.23.3,
34.37.2, and 34.39 of the American Bu-
reau of Shipping’s ‘‘Rules for Building
and Classing Steel Vessels,’’ except the
sections referenced therein.

§ 62.35–40 Fuel systems.
(a) Level alarms. Where high or low

fuel tank level alarms are required,
they must be located to allow the oper-
ator adequate time to prevent an un-
safe condition.

(b) Coal fuels. (1) Controls and instru-
mentation for coal systems require spe-
cial consideration by the Commandant
(G–MSE).

(2) Interlocks must be provided to en-
sure a safe transfer of machinery oper-
ation from one fuel to another.

(c) Automatic fuel heating. Automatic
fuel heating arrangements must meet
section 41.78.1 of the American Bureau
of Shipping’s ‘‘Rules for Building and
Classing Steel Vessels.’’

(d) Overflow prevention. Fuel oil day
tanks, settlers, and similar fuel oil
service tanks that are filled automati-
cally or by remote control must be pro-
vided with a high level alarm that an-
nunciates in the machinery spaces and
either an automatic safety trip control
or an overflow arrangement.

[CGD 81–030, 53 FR 17838, May 18, 1988, as
amended by CGD 95–072, 60 FR 50463, Sept. 29,
1995; CGD 96-041, 61 FR 50728, Sept. 27, 1996]

§ 62.35–50 Tabulated monitoring and
safety control requirements for spe-
cific systems.

(a) The minimum instrumentation,
alarms, and safety controls required
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for specific types of systems are listed
in Table 62.35–50.

TABLE 62.35–50—MINIMUM SYSTEM MONITORING AND SAFETY CONTROL REQUIREMENTS FOR
SPECIFIC SYSTEMS (NOTE 1)

System Service Instrumentation Alarm Safety control Notes

Main (Pro-
pulsion)
boiler.

(1) ................................ (1 ) ................................ (1 ) ................................ ...................................... (2)

Supply casing and
uptakes.

...................................... Fire ............................... ......................................

Burner flame ................ Status ........................... Failure .......................... Burner auto trip ............ (3)
Burner seating ............. ...................................... Failure .......................... ......ditto ........................ (3)
Trial for ignition ............ Status ........................... Failure .......................... ......ditto ........................
Control power .............. Available (pressure) ..... Failure (low) ................. ......ditto ........................ (3)
...................................... ...................................... ...................................... Manual trip ................... (3)
Burner valve ................ Open/closed ................. ...................................... ......................................
Low fire interlock ......... Status ........................... ...................................... ......................................
Program control inter-

lock.
Status ........................... ...................................... ......................................

Main (Pro-
pulsion
steam)
turbine.

(2) ................................ (2 ) ................................ (2 ) ................................ ...................................... (4, 5)

...................................... ...................................... ...................................... Manual trip ...................
Main propul-

sion, die-
sel.

(1) ................................ (1 ) ................................ (1 ) ................................ ...................................... (4, 5)

...................................... ...................................... ...................................... Manual trip ...................
Main propul-

sion, re-
mote con-
trol.

...................................... ...................................... Failure .......................... ......ditto ........................

Auto safety trip over-
ride.

...................................... Activated ...................... ......................................

Starting power ............. Pressure (voltage) ....... Low .............................. Limit ............................. (2)
Location in control ....... Status ........................... Override ....................... ...................................... (6)
Shaft speed/direction/

pitch.
(3) ................................ (3 ) ................................ (3 ) ................................

Clutch fluid ................... Pressure ...................... Low .............................. ......................................
Main propul-

sion, elec-
tric.

(4) ................................ (4 ) ................................ (4 ) ................................ (4 ) ................................ (7)

Main propul-
sion,
shafting.

Stern tube oil tank level ...................................... Low .............................. ......................................

Line shaft bearing ........ Temperature ................ High ............................. ......................................
...................................... Forced lubrication

Pressure.
Low .............................. ......................................

Main propul-
sion, con-
trollable
pitch pro-
peller.

Hydraulic oil ................. Pressure ...................... High, Low ..................... ......................................

...................................... Temperature ................ High ............................. ......................................
Generators Ship service ................. (1 ) ................................ (1 ) ................................ ......................................

...................................... Starting pressure/volt-
age.

Low .............................. ......................................

...................................... ...................................... Tripped ......................... ......................................
Emergency ................... (5 ) ................................ (5 ) ................................ (5 ) ................................
Turbogenerator ............ (1, 6 ) .............................. (1, 6 ) .............................. (6 ) ................................
...................................... ...................................... ...................................... Manual trip ...................
Diesel ........................... (1, 7 ) .............................. (1, 7 ) .............................. (7 ) ................................ (5)
...................................... ...................................... ...................................... Manual trip ...................

Auxiliary
boiler.

...................................... Run .............................. Trip ............................... ...................................... (12)

Gas turbine (8) ................................ (8 ) ................................ (8 ) ................................ (8 ) ................................ (5)
Engines and

turbines.
Jacking/turning gear .... Engaged ...................... ...................................... ...................................... (8)

Fuel oil ........ (9 ) ................................ (9 ) ................................ (9 ) ................................ ......................................
Remote/auto fill level ... ...................................... High ............................. Auto trip or overflow ar-

rangement.
Hi. press. leakage level ...................................... High ............................. ......................................

Bilge ........... Pump remote control ... Run .............................. ...................................... ......................................
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TABLE 62.35–50—MINIMUM SYSTEM MONITORING AND SAFETY CONTROL REQUIREMENTS FOR
SPECIFIC SYSTEMS (NOTE 1)—Continued

System Service Instrumentation Alarm Safety control Notes

Pump auto control ....... Run .............................. Excessive operations ... ......................................
Level ............................ ...................................... High/location ................ ......................................

Machinery
space
CL.3 W.T.
doors.

...................................... Open/closed ................. ...................................... ......................................

Fire detec-
tion.

Machinery spaces ........ ...................................... Space on fire ............... ...................................... (9)

Fire main .... ...................................... Pressure ...................... Low .............................. ......................................
Personnel ... Deadman ..................... ...................................... Fail to acknowledge ..... ...................................... (10)
General,

control
and alarm
systems.

Power supply ............... Available (pressure) ..... Failure (low) ................. ......................................

System function ........... ...................................... Failure .......................... ...................................... (11)
Console air condi-

tioning.
...................................... Failure .......................... ......................................

Built in test equipment Active ........................... ...................................... ......................................
Sequential interlock ..... Activated ...................... ...................................... ......................................
Safety control ............... ...................................... Activated ...................... Auto trip/limit ................ (11)

Redundant
auxiliary,
system,
power
supply.

...................................... Status ........................... Auto transfer ................ ......................................

1 See ABS Table 41.1.
2 See ABS Table 41.1, except Shaft Rollover.
3 See § 113.37 of this chapter.
4 See subparts 111.33 and 111.35 of this chapter.
5 See subparts 112.45 and 112.50 of this chapter.
6 See § 111.12–1(c) of this chapter.
7 See § 111.12–1 (b), (c) of this chapter.
8 See § 58.10–15(g) of this chapter.
9 See ABS Table 41.1, ‘‘Additional Services.’’

NOTES ON TABLE 62.35–50:

1. The monitoring and controls listed in
this table are applicable if the system listed
is provided or required. References to ABS
Table 41.1 apply to the ‘‘Operation,’’ ‘‘Dis-
play,’’ ‘‘Alarm,’’ and ‘‘Notes’’ 1 through 12,
except the reference to ACCU in Note 11.

2. Safety limit controls must be provided
in navigating bridge primary propulsion con-
trol systems. See § 62.35–5(c).

3. Safety trip controls and alarms must be
provided for all main boilers, regardless of
mode of operation. See § 62.35–20(a).

4. Loss of forced lubrication safety trip
controls must be provided, as applicable.

5. Override of overspeed and loss of forced
lubrication pressure safety trip controls
must not be provided. See § 62.35–5(e)(2).

6. Transfer interlocks must be provided.
7. Semiconductor controlled rectifiers

must have current limit controls.
8. Interlocks must be provided. See § 62.25–

5(a).
9. See subparts 113.10, 161.002, and fire pro-

tection requirements of the applicable sub-
chapters. The use of thermal detectors alone
is subject to special consideration by the
Commandant (G–MTH). Flame detectors
may only be used in conjunction with smoke
or heat detectors.

10. See § 62.50–20(b)(1).
11. Alarms and controls must be failsafe.

See § 62.30–1.
12. Vital auxiliary boilers only. Also see

part 63.

[CGD 81–030, 53 FR 17838, May 18, 1988; 53 FR
19090, May 26, 1988]

Subpart 62.50—Automated Self-
propelled Vessel Manning

§ 62.50–1 General.
(a) Where automated systems are

provided to replace specific personnel
in the control and observation of the
engineering plant and spaces, or reduce
overall crew requirements, the ar-
rangements must make sure that under
all sailing conditions, including ma-
neuvering, the safety of the vessel is
equal to that of the same vessel with
the entire plant under fully attended
direct manual supervision.

(b) Coast Guard acceptance of auto-
mated systems to replace specific per-
sonnel or to reduce overall crew re-
quirements is predicated upon—
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(1) The capabilities of the automated
systems;

(2) The combination of the personnel,
equipment, and systems necessary to
ensure the safety of the vessel, person-
nel, and environment in all sailing con-
ditions, including maneuvering;

(3) The ability of the crew to perform
all operational evolutions, including
emergencies such as fire or control or
monitoring system failure;

(4) A planned maintenance program
including routine maintenance, inspec-
tion, and testing to ensure the contin-
ued safe operation of the vessel; and

(5) The automated system’s dem-
onstrated reliability during an initial
trial period, and its continuing reli-
ability.

NOTE: The cognizant Officer in Charge, Ma-
rine Inspection, (OCMI) also determines the
need for more or less equipment depending
on the vessel characteristics, route, or trade.

(c) Equipment provided to replace
specific personnel or to reduce overall
crew requirements that proves unsafe
or unreliable in the judgment of the
cognizant Officer in Charge, Marine In-
spection, must be immediately re-
placed or repaired or vessel manning
will be modified to compensate for the
equipment inadequacy.

§ 62.50–20 Additional requirements for
minimally attended machinery
plants.

NOTE: Minimally attended machinery
plants include vessel machinery plants and
spaces that are automated, but not to a de-
gree where the plant could be left unat-
tended. Emphasis is placed on the central-
ized remote control and monitoring of the
machinery plant and machinery spaces.

(a) General. (1) Navigating bridge pro-
pulsion control must be provided.

(2) An ECC must be provided and
must include the automatic and re-
mote control and monitoring systems
necessary to limit the operator’s activ-
ity to monitoring the plant, initiating
programed control system sequences,
and taking appropriate action in an
emergency.

(3) The ECC must include control and
monitoring of all vital engineering sys-
tems, including—

(i) The propulsion plant and its auxil-
iaries;

(ii) Electrical power generation and
distribution;

(iii) Machinery space fire detection,
alarm, and extinguishing systems; and

(iv) Machinery space flooding safety
systems, except the valves described in
paragraph (e)(4) of this section.

(4) ECC control of vital systems must
include the ability to place required
standby systems, auxiliaries, and
power sources in operation, unless
automatic transfer is provided, and to
shut down such equipment when nec-
essary.

NOTE: ECC remote control need not include
means for a single operator to bring the
plant to standby from a cold plant or dead
ship condition or controls for non-vital sys-
tems or equipment.

(b) Alarms and instrumentation. (1) A
personnel alarm must be provided and
must annunciate on the bridge if not
routinely acknowledged at the ECC or
in the machinery spaces.

(2) Continuous or demand instrumen-
tation displays must be provided at the
ECC to meet the system and equipment
monitoring requirements of this part if
the ECC is to be continuously at-
tended. If the watchstander’s normal
activities include maintenance, a rov-
ing watch, or similar activities in the
machinery spaces but not at the ECC,
both alarms and instrumentation must
be provided.

(3) All required audible alarms must
annunciate throughout the ECC and
machinery spaces.

(c) Fire detection and alarms. An ap-
proved automatic fire detection and
alarm system must be provided to
monitor all machinery spaces. The sys-
tem must activate all alarms at the
ECC, the navigating bridge, and
throughout the machinery spaces and
engineers’ accommodations. The ECC
and bridge alarms must visually indi-
cate which machinery space is on fire,
as applicable.

NOTE: For purposes of this part, the spe-
cific location of fires that are not in machin-
ery spaces need not be indicated.

(d) Fire pumps. (1) The ECC must in-
clude control of the main machinery
space fire pumps.

(2) Remote control of a required fire
pump must be provided from the navi-
gating bridge. Where one or more fire
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pumps is required to be independent of
the main machinery space, at least one
such pump must be controlled from the
navigating bridge.

(e) Flooding safety. (1) Machinery
space bilges, bilge wells, shaft alley
bilges, and other minimally attended
locations where liquids might accumu-
late must be monitored from the ECC
to detect flooding angles from vertical
of up to 15° heel and 5° trim.

(2) The ECC must include the con-
trols necessary to bring at least one
independent bilge pump and independ-
ent bilge suction required by § 56.50–
50(e) of this chapter into operation to
counter flooding.

(3) Where watertight doors in sub-
division bulkheads are required in the
machinery spaces, they must be Class 3
watertight doors and must be control-
lable from the ECC and the required
navigating bridge control location.

(4) Controls must be provided to oper-
ate the sea inlet and discharge valves
required by § 56.50–95(d) of this chapter
and the emergency bilge suction re-
quired by § 56.50–50(f). These controls
must be arranged to allow time for op-
eration in the event of flooding with
the vessel in the fully loaded condition.
Time considerations must include de-
tection, crew response, and control op-
eration time.

(f) Communications. (1) A means must
be provided at the ECC to selectively
summon any engineering department
member from the engineering accom-
modations to the ECC.

(2) The voice communications system
required by § 113.30–5(a) of this chapter
must also include the engineering offi-
cers’ accommodations.

(g) Electrical systems. (1) The ECC
must include the controls and instru-
mentation necessary to place the ship
service and propulsion generators in
service in 30 seconds.

(2) The main distribution and propul-
sion switchboards and generator con-
trols must either be located at the
ECC, if the ECC is within the bounaries
of the main machinery space, or the
controls and instrumentation required
by part 111 of this chapter must be du-
plicated at the ECC. Controls at the
switchboard must be able to override
those at the ECC, if separate. Also see

§ 111.12–11(g) and § 111.30–1(a)(4) regard-
ing switchboard location.

(h) Maintenance program. (1) The ves-
sel must have a planned maintenance
program to ensure continued safe oper-
ation of all vital systems. Program
content and detail is optional, but
must include maintenance and repair
manuals for work to be accomplished
by maintenance personnel and checkoff
lists for routine inspection and mainte-
nance procedures.

(2) The planned maintenance pro-
gram must be functioning prior to the
completion of the evaluation period for
reduced manning required by § 62.50–
1(b)(5).

(3) Maintenance and repair manuals
must include details as to what, when,
and how to troubleshoot, repair and
test the installed equipment and what
parts are necessary to accomplish the
procedures. Schematic and logic dia-
grams required by § 62.20–1 of this part
must be included in this documenta-
tion. Manuals must clearly delineate
information that is not applicable to
the installed equipment.

[CGD 81–030, 53 FR 17838, May 18, 1988; 53 FR
19090, May 26, 1988; 53 FR 24270, June 28, 1988]

§ 62.50–30 Additional requirements for
periodically unattended machinery
plants.

NOTE: Periodically unattended machinery
plants include machinery plants and spaces
that are automated to the degree that they
are self-regulating and self-monitoring and
could safely be left periodically unattended.
Emphasis is placed on providing systems
that act automatically until the crew can
take action in the event of a failure or emer-
gency. Requirements are in addition to those
of a minimally attended machinery plant.

(a) General. The requirements of this
section must be met in addition to
those of § 62.50–20 of this part.

(b) Automatic transfer. Redundant
vital auxiliaries and power sources
must automatically transfer to the
backup units upon failure of operating
units.

(c) Fuel systems. The fuel service and
treatment system(s) must meet section
41.77.1 of the American Bureau of Ship-
ping’s ‘‘Rules for Building and Classing
Steel Vessels.’’
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(d) Starting systems. Automatic or re-
mote starting system receivers, accu-
mulators, and batteries must be auto-
matically and continuously charged.

(e) Assistance-needed alarm. The engi-
neer’s assistance-needed alarm (see
subpart 113.27 of this chapter) must an-
nunciate if—

(1) An alarm at the ECC is not ac-
knowledged in the period of time nec-
essary for an engineer to respond at
the ECC from the machinery spaces or
engineers’ accommodations; or

(2) An ECC alarm system normal
power supply fails.

(f) Remote alarms. ECC alarms for
vital systems that require the imme-
diate attention of the bridge watch of-
ficer for the safe navigation of the ves-
sel must be extended to the bridge. All
ECC alarms required by this part must
be extended to the engineers’ accom-
modations. Other than fire or flooding
alarms, this may be accomplished by
summarized visual alarm displays.

(g) ECC alarms. All requirements of
this part for system or equipment mon-
itoring must be met by providing both
displays and alarms at the ECC.

(h) Fire control station. A control sta-
tion for fire protection of the machin-
ery spaces must be provided outside
the machinery spaces. At least one ac-
cess to this station must be independ-
ent of category A machinery spaces,
and any boundary shared with these
spaces must have an A–60 fire classi-
fication as defined in § 72.05 of this
chapter. Except where such an arrange-
ment is not possible, control and mon-
itoring cables and piping for the sta-
tion must not adjoin or penetrate the
boundaries of a category A machinery
space, uptakes, or casings. The fire
control station must include—

(1) Annunciation of which machinery
space is on fire;

(2) Control of a fire pump required by
this chapter to be independent of the
main machinery spaces;

(3) Controls for machinery space
fixed gas fire extinguishing systems;

(4) Control of oil piping positive shut-
off valves located in the machinery
spaces and required by § 56.50–60(d);

(5) Controls for machinery space fire
door holding and release systems, sky-
lights and similar openings;

(6) The remote stopping systems for
the machinery listed in § 111.103 of this
chapter; and

(7) Voice communications with the
bridge.

(i) Oil leakage. Leakages from high
pressure fuel oil pipes must be col-
lected and high levels must be alarmed
at the ECC.

(j) Maintenance program. The mainte-
nance program of § 62.50–20(h) must in-
clude a checkoff list to make sure that
routine daily maintenance has been
performed, fire and flooding hazards
have been minimized, and plant status
is suitable for unattended operation.
Completion of this checkoff list must
be logged before leaving the plant un-
attended.

(k) Continuity of electrical power. The
electrical plant must meet sections
41.75.1 and 41.75.3 of the American Bu-
reau of Shipping’s ‘‘Rules for Building
and Classing Steel Vessels’’ and must—

(1) Not use the emergency generator
for this purpose;

(2) Restore power in not more than 30
seconds; and

(3) Account for loads permitted by
§ 111.70–3(f) of this chapter to automati-
cally restart.

[CGD 81–030, 53 FR 17838, May 18, 1988; 53 FR
19090, May 26, 1988]

PART 63—AUTOMATIC AUXILIARY
BOILERS

Subpart 63.01—General Provisions

Sec.
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63.01–3 Scope and applicability.
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63.05–1 Incorporation by reference.
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